Valve and Damper Schedule for Building 400

JOHNSON | PROJECT/ADDRESS: The Argonne National Labs | SHEET: 4 |

CONTROLS | Advanced Photon Source Campus | CONTRACT : 1390-0009 |

| 9700 Cass Avenue South | PREPARED BY: SF |

DAMPER SCHEDULE | Argonne, IL 60439 | DATE: 01/06/92 |

| BUILDING DESIGNATION:  BLDG 400 EXP HALL | BRANCH: ARLINGTON HGTS !

| MECHANICAL CONTRACTOR: | |

| SHEET METAL CONTRACTOR: | |

: TAG : DAMPER INFORMATION-BY OTHERS  IDUCT INFORMATIDN : ACTUATOR INFORMATIDN :

|

! SECT. | FAIL DAMPER  DAMPER SIZE REF | DUCT SIZE | SPRING |

: SYSTEM  SERVICE LABEL :GTY POS. TYPE WIDTH HEIGHT DET : VIDTH HEIGHT 1QTY CODE NUMBER PILOT RANGE MTG REMARK :

| AHU-501-18 1SD - | 18 N.C. OTHERS 100 20 1 100 20 1 18 D-3153-2 Y S5-15% v |

| AHU-501-18-0.A. - I 18 N.C. OTHERS 84 40 | 84 40 | 36 D-3153-1 Y S5-15% W |

| AHU-501-17 R.A. - | 17 N.O. DOTHERS 58 40 | 58 40 | 18 D-3153-1 Y S5-154 W |

| AHU-501-17 E.A. - I 17 N.C. OTHERS 58 40 1 58 40 | 18 D-3153-1 Y S-154 W |

| AHUS001-18 O.A. - | 18 N.C. OTHERS 70 22 170 22 | 18 D-3153-1 Y 5-15¢# |

| AHUS001-18 R.A. - | 18 N.O. OTHERS 50 30 150 30 | 18 D-3153-1 Y S5-15¢ W |

| AHUS001-18 E.A. - | 18 N.C. DOTHERS 50 30 1 50 30 | 18 D-3153-1 Y 5-15¢ W !

| EM_GEN 0.A. - I 4 N.O. OTHERS 62 88 1 62 88 | 8 D-3153-2 N B-13% V¥ I

| EM_GEN D-1,EXH - | B N.C. OTHERS 72 36 1144 151 I 8 D-3153-1 Y S5-15¢ W |

| EM_GEN D-2 - I 2 N.0. OTHERS 48 48 1 9 48 I 2 D-3073-1 Y S-15# W |

| AHU-501-18 R.A. - I 18 N.C. OTHERS -- - 1 58 40 | 18 D-9999-135 - - |
Notes:

1. Field verify

sizes.

2. ALL DAMERS ARE BY OTHERS

THIS DOCUMENT IS CONFIDENTIAL, AND THE PROPERTY OF JOHNSON CONTROLS, INC.
SHALL BE DISCLOSED AND USED DNLY FOR PURPOSES OF ACCOMPLISHING THE PROJECT DISCLOSED DN THIS DOCUMENT,

DAMPERS ARE PROVIDED AND INSTALLED BY OTHERS. SIZES ARE PROVIDED FUR INFORMATION ONLY.
ACTUATIRS FOR ALL DAMPERS ARE PROVIDED, INSTALLED, PIPED AND VIRED UNDER THIS CONTACT.

THE INFORMATION DISCLOSED IN THIS DOCUMENT

JOHNSDON | PROJECT/ADDRESS: The Argonne National Labs | SHEET: 1 |
CONTRDOLS | Advanced Photon Source Campus | CONTRACT: 1390-0009 |
| 9700 Cass Avenue South | PREPARED BY: SF |
VALVE SCHEDULE | Argonne, 1L 60439 I DATE: 01/04/93 |
| BUILDING DESIGNATION: BUILDING 400 | BRANCH: ARLINGTON HGTS |
| MECHANICAL ENGINEER: I |
| MECHANICAL CONTRACTDR: | |
| TAG | VALVE INFORMATIDN | ACTUATOR INFORMATION |
| | | |
| REF | VALVE BODY DIFF I ACTUATOR |
ITTEM SYSTEM  SERVICE DRWGH : QTY FAIL POS. CODE NUMBER STYLE SIZE Cv CAPACITY PRES x| TYPE RANGE |
|==== --- -— = |
8 HC-501 HTG H951 | 71 ND VTM-TN019313 NO-SCR 172 1.9 3.0GPM 2.5 1 V-3000 4-8 % |
12 AHU-501 H1G H9S1 I 1 ND V-5252-2 NO-SCR 1 1/2 27.5 55.0 GPM 4.0 I 4R W/PILOT S-15¢ |
13 AHU-502-17 HTG H9S1 | 16 ND V-5252-2 NO-SCR 1 172 27.5 S5.0 GPM 4.0 | 4R W/PILOT S-15¢ |
14 AHU-518 HTG H9S1 | 1 ND V-3252-2 NO-SCR 1 172 27.5 S5.0GPM 4.0 | 4R W/PILOT S5-15¢ |
15 AHUS001-18 HTG H951 | 18 NO 1CPT4466PTSE30A NO-SCR 3.6 B8.0GPM 4.9 | SERIES 39 3-15¢ |
16 AHU-50!1 CLG H9S1 | 1 NC 4CPT4466PT15130A NC-FLG 56.6 125.0 GPM 4.9 | SERIES 39 3-15¢ |
17 AHU-302-17 CLG H9S1 | 16 NC 4CPT4466PT15130A NC-FLG 56.6 110.0 GPM 3.8 | SERIES 39 3-15% |
18 AHU-518 CLG H951 | 1 NC 4CPT4466PT15130A NC-FLG 56.6 100.0 GPM 3.1 | SERIES 39 3-15% |
19  AHUS001-18 CLG H951 | 18 NC 3CPT4466PT15130A NC-SCR 33.9 60.0 GPM 3.1 | SERIES 39 3-15¢ |
110 DI-501-18  MIX H951 | 18 BYP BRDG 4 DS1 66UIS0 V1 MIX-FLG 4 240.0 480.0 GPM 4.0 | SERIES 39 3-15¢ |
111 DI-S501-18 BYP H951 | 18 NO 3CPTS166U1S0A60 NO-FLG 3 125.0 480.0 GPM 14.7 | SERIES 39 3-15¢ |
112 V-2,DI-BRDG IS0 H900 | 36 NC 31-110-BRAY NC-FLG 6 -———- 480.0 GPM --- | SERIES 91 2 POS |
114 LTV-5XX,v-1 LTV ----— | 24 ND V-5254-5 NO-SCR 2 41.0 85.0 GPM 4.3 | 4R W/PILOT S-15¢ |
115  PLNM UH,V-1 LTV -=== | 18 ND V-3754-1023 NO-SCR 1 13.9 ---- GPM --- 1 V-3000 3-6 % |
116  SL ST,VA-11 ISO ---= 1 1BNC - === - === -—-(GPM --- | SERIES 91 2 POS |
x - PIPING DETAIL - SEE ATTACHED PIPING DETAIL SHEET
THIS DOCUMENT IS CONFIDENTIAL, AND THE PROPERTY OF JOHNSON CONTROLS, INC. THE INFORMATION DISCLOSED IN THIS DOCUMENT
SHALL BE DISCLOSED AND USED ONLY FOR PURPOSES OF ACCOMPLISHING THE PROJECT DISCLOSED ON THIS DOCUMENT.
NOTES:
ACTUATOR MODEL SERIES 39 IS MANUFACTURED BY WORCESTER CONTROLS
ACTUATOR MODEL SERIES 91 IS MANUFACTURED BY BRAY
VALVE MODELS 4 D516U150 AND 3CPTS166U150A60 ARE MANUFACTURED BY WORCESTER, CONSTRUCTED WITH 316 S.S.
CONTROL VALVE SELECTION TABLE
WNIT TAG WNIT TYPE AREA SERVED  SERVICE VALVE TYPE VALVE QUALITY  SEAT MATERIAL  WORKING PRESSURE/TEMP  CUSTIMIZED SEAT =
AHU-5001-5018  AHU STORAGE RING  CHILLED VATER 2 VAY MDD INDUSTRIAL T 175/230 YES
LTV 2 VAY MDD INDUSTRIAL TFE 175/230 YES
AHU-501-518  AWU EXP HALL/EM  CHILLED VATER 2 VAY MOD COMMERCIAL TE 175/230 ]
DI VATER ALL AREAS DI VATER 3 VAY MIX INDUSTRIAL UHMVPE 2507120 N
2 VAY MOD
DI VATER ALL AREAS DI VATER 2 VAY MOD INDUSTRIAL UHMVPE 250/120 YES
BYPASS
LTV PP EXP HALL LT 2 VAY MOD COMERCIAL wE 175/230 N
VAV REHEAT EXP HALL L 2 VAY MOD COMERCIAL 133 175/230 N
HY-X0 HY UNIT ALL AREAS L 2 VAY MDD COMMERCIAL TFE 175/230 N
UHMVPE - ULTRA HIGH MOLECULAR VEIGHT PDLYETHYLENE
SEE SPECIFICATIONS
EQUIPMENT SCHEDULED SHALL COMPLY VITH THE MATERIAL
PERFTRNARCE TESCRIPTION I S SPECIF 1KY IDIS. %’:ﬁ'&"c 14'83 5] GENERAL ® i
SUBSTITUTION OF EQUIVALENT, APPROVED MATERIAL ing 4| GENERAL 01068]
IS ACCEPTABLE. Experiment Hall 3| GENERAL mmg} C3
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